Figure 1. Cover of DMR binder. The binder is kept in the CHA offices.

Figure 2. July 2011 DMR, page 1.
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Figure 3. July 2011 DMR, page 2.

Figure 4. Operator licenses in CHA office. Please note that Juan Mora no longer works for CHA. Tom Krasowski (IES) is
currently under contract with CHA as their certified Wastewater Collections and Treatment operator.
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Figure 5. Calibration certificate for ultrasonic flowmeter on effluent weir.
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Figure 6. QAP cover.

Figure 7. O&M Manual cover.
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Figure 8. Contract laboratory QAP. Note that all analytical samples are collected by the contract laboratory.

Figure 9. Looking east at Lagoon 1.
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Figure 11. Close-up of influent pipe int Lagoon 1 (looking east).
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Figure 12. Looking south at Lagoon 2. Note duckweed growth at left of photo.

Figure 13. Looking southwest at Lagoon 2. Note that green color at aerators appears to be from duckweed.
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Figure 14. Lookin west along north berm of Lagoon 2.
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Figure 16. Parshall Flume meter box (concrete box at center of photo). Wiring runs along the ground surface through the
burned area to the control panel located to the right (see Figure 15, above).

Figure 17. Looking west along the south berm of Lagoon 2.
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Figure 18. Looking southwest at Lagoon
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Figure 21. Electrical panel in hypochlorite treatment building.
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Figure 22. Hypochlorite solution storage tank (large white tank at right) and dispenser (at left).
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Figure 23. Plant effluent weir. Ultrasonic flow meter is mounted above the v-notch weir shown.
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Figure 24. Composite sampler for effluent samples.
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